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MD 4 1S ASSUMED TO RUN IN SMECO

A NORTH/ SOUTH DIRECTION SMECO
ATer

EXISTING UNDERGROUND~
SERVICE BY SMECO
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\3l 40" x10" [1/ ) \
/ \ | \ \ ITEM DESCRIPTION UNIT  QTY.
\ | \ T
i /o i \ - 8002 FURNISH AND INSTALL CONCRETE FOR Y r
/ /i \ \ LIGHT FOUNDATION
/] \ - 0 8005 TURNISH AND INSTALL NO. 6 STRANDED F 680
CXISTING SHA SERVICE+[P \me X15’ a//p ‘e \4[ 40’ x20" [2/ BARE COPPER GROUND WIRE
METER NO.SDE19885 + | )
37704165 1 8006 FURNISH AND INSTALL 3” PVC CONDUIT LF 16
i 8009 FURNISH AND INSTALL ELECTRICAL = 3
| MANHOL E
- | ' | 8012 FURNISH AND INSTALL BREAKAWAY
S @’ / | | ~ | B H BASE SUPPORT SYSTEM =A ‘
T | POLANY - - . | 8013 FURNISH AND INSTALL 40’ LIGHT cA >
———————————————————————— - STRUCTURE- 20’ BRACKET ARM
/,x// 8014 FURNISH AND INSTALL 40’ LIGHT EA 1
" STRUCTURE— 15’ BRACKET ARM
8016 FURNISH AND INSTALL 250 WATT HPS
LUMINAIRE (SEMI-CUTOFF) WITH PHOTOCELL EA 3
8018 FURNTSH AND INSTALL 1 CONDUCTOR, F 553
. | e NO. 10 AWG CABLE
(CONCRETE 7  ———————————— R N e Nt 8020 FURNISH AND INSTALL CONNECTOR E A 14
| KIT-TYPE 1
- 8021 FURNISH AND INSTALL CONNECTOR EA 6
KIT-TYPE 2
SHLD. , 8023 FURNISH AND INSTALL CONNECTOR £ A y
___________________________________ % . e e KIT-TYPE 4
CONSTRUCTION DETAILS ‘ oY — I 8024 FURNISH AND INSTALL GRCUND ROD EA 5
SMECD y
(A) FURNISH AND INSTALL CONCRETE FOUNDATION WITH 40’ (B 8025 ggRgiéﬁDAgecIgggéb%TfBogggEDULE LF 196
LIGHT STRUCTURE, WITH BREAKAWAY BASE, 250 WATT HIGH ]
PRESSURE SODIUM LAMP AND LUMINAIRE., 20’ BRACKET TO ST.MARY'S CITY 8026 FURNISH AND INSTALL DUCT CABLE- LF 480
ARM AND PHOTOCELL. | ~ T — 4 CONDUCTOR, NO.6 AWG
(B) FURNISH AND INSTALL MANHOLE. | & 40’ x15' |1/ NEG. FURNISH AND INSTALL 1 CONDUCTOR, LF 800
() USE EXISTING SERVICE PEDESTAL AND REWIRE FOR 2 | NO. & AWG CABLE
CIRCUIT OPERATION. |
(D) FURNISH AND INSTALL DUCT CABLE 4 CONDUCTOR, |
NO. 6 AWG., AND NO. 6 STRANDED BARE COPPER GROUND WIRE. | | EGEND
() FURNISH AND INSTALL 4” SCHEDULE 80 PVC CONDUIT- |
BORED WITH 4 WIRE, 1 CONDUCTOR NO. 6 AWG AND NO. 6 : - ~
STRANDED BARE COPPER GROUND WIRE. | POLE NO.——=4] 40'x20’ |2/———CIRCUIT NO.
(F) FURNISH AND INSTALL CONCRETE FOUNDATION WITH 40’ :
L IGHT STRUCTURE, 250 WATT HIGH PRESSURE SODIUM | MOUNTING HEIGHT AND
LAMP AND LUMINAIRE., 15’ BRACKET ARM AND PHOTOCELL. | MAST ARM LENGTH
(G) USE EXISTING LIGHTING MANHOLE AND CONNECT NEW LIGHTING
SERVICE CABLES TD EXISTING CABLE USING SPLICE KITS.
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